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Standby Generator Sets

Standby generator sets should be exercised periodically under full load.  This is the only
manner in which the Forestry Equipment Manager or Communications Technician may
determine if the governor and cycle controls are functioning properly.

Where maintenance personnel are checking engine-driven generator sets, the full load
should be placed on the set during the exercising period.
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